


























PRODUCT INFORMATION 

Name: Kemox-PG (Pre-mixed) 

Manufacturer: Sika Chemical Corporation 

Type: Ferrous 

Test Results 

1. Volume Change 

a. Prior to Initial set % 

b. Following Initial Set ofo 

2. Time of Initial Set 

3. Absorption 

---

4. Compressive Strength (psi) 

hrs. --

7.5 % 

min. 

Restrained 

a. at 24 hours 3987 

b. at 3 days 5193 

c. at 7 days 6656 

d. at 28 days 11093 

Remarks: 

Unrestrained 

3993 

7793 

8818 

10056 

High Compressive Strength. Metallic particles result in stains and 

rust spots. Not to be used in exposed areas. Sample submitted was in­

sufficient to complete all desired tests. 
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PRODUCT INFORMATION 

Name: Darex In-Pakt (Pre-mixed) 

Marmfacturer: Grace Construction Products 

Type: Non-Ferrous 

Test Results 

L Volume Change 

2. 

a. Prior to Initial set 

b. Following Initial Set 

Time of Initial Set 
---

+4.00% 

+0.19% 

hrs. 

3. Absorption % 

4. compressive Strength (psi) 

min. 

Restrained 

a. at 24 hours 

bo at 3 days 

c. at 7 days 

d. at 28 days 

Remarks: 

3763 

5450 

Unrestrained 

3332 

3794 

Sample submitted was insufficient to complete all desired tests. 
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PRODUCT INFORMATION 

Name: Vibro-Foil (Admixture) 

Manufacturer: Grace Construction Products 

Type: Ferrous 

Test Results 

1. Volume Change 

a. Prior to Initial set -0.48 % 

b., Following Initial Set +0. 04 % 

2 � Time of Initial Set 

3. Absorption 

1 hrs, 

6.0 % 

10 min .. 

4. compressive strength (psi ) 

Restrained 

a. at 24 hours 5537 

b. at 3 days 1037lf 

c. at 7 days 12125 

d. at 28 days 12937 

Remarks: 

Unrestrained 

5656 

9968 

10543 

13124 

High Compressive Strength. Quick setting. Metallic particles 
result in stains and rust spots. Not to be used in exposed areas. 
Some shrinkage or subsidence prior to initial set. 
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PRODUCT INFORMATION 

Name: Vibro-Foil Ready Mix (Pre-mixed) 

Manufacturer: Grace Construction Products 

Type: Ferrous 

Test Results 

le Volume Change 

a. Prior to Initial set 

bo FollOiving Initial Set 

2. Time of Initial Set 

3. Absorption 

4. Compressive Strength (psi) 

a. at 24 hours 

b. at 3 days 

Co at 7 days 

d. at 28 days 

Remarks: 

-0= !tQ% 

+0. 0�% 

hrs� 

6. 2 % 

sa 

Restrained 

5403 

8993 

10343 

11531 

Unrestrained 

4906 

9081 

9433 

11562 

High Compressive Strength. Quick setting. Metallic particles result 
in stains and rust spots. Not to be used in exposed areas. Some shrinkage 
prior to initial set. 
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PRODUCT INFORMATION 

Name: Sauereisen F-100 (Pre-mixed) 

Manufacturer: Sauereisen Cement Company 

Type: Non-Ferrous, Non-Organic 

Test Results 

L Volume Change 

a. Prior to Initial set ±a 1 3 % 

b. Following Initial Set +0. 15 % 

2. Time of Initial Set 

3. Absorption 

2 hrs • 
._,;,;_ 

9.5 % 

4. Compressive Strength (psi) 

so min. 

Restrained 

a.. at 24 hours 3743 

b. at 3 days 6106 

c. at 7 days 6537 

d. at 28 days 7937 

Remarks: 

Unrestrained 

4087 

6306 

7225 

8624 

Meets all requirements. No additional materials may be added. 
Should be used and cured at 70° F. 
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PRODUCT INFORMATION 

Name: 3-XD Aluminum Powder (Admixture) 

Manufacturer: Reynolds Metals Company 

Type: Aluminum Powder 

Test Results 

le Volume Change 

a. Prior to Initial set +4. 60 % 

b. Following Initial Set +0.02% 

2. Time of Ini tiaJ.. Set 3 hrs. 

3. Absorption 9.2 % 

4. compressive strength (psi ) 

55 min. 

a. at 24 hours 

be at 3 days 

c. at 7 days 

d. at 28 days 

Restrained 

4006 

5574 

6549 

7068 

Remarks: 

unrestrained 

3693 

4699 

5218 

5067 

A Leafing Flake Aluminum pow·der. This additive meets all requirements. 
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PRODUCT INFORMATION 

Name: 1-511 Atomized Powder (Admixture) 

Manufacturer: Reynolds Hetals Company 

Type: Aluminum Powder 

Test Results 

1. Volume Change 

a. Prior to Initial set -0. so % 

b. Following Initial Set +0. 02 % 

2. Time of Initial Set 3 hrs. 

3. Absorption 

4. Compressive Strength (psi ) 

9.8 % 

OS min. 

Restrained 

a. at 24 hours 4468 

b. at 3 days 6212 

c. at 7 days 6743 

d. at 28 days 8512 

Remarks: 

unrestrained 

3699 

4837 

5712 

7324 

A Granular Aluminum Powder. This material does not meet requirements, 

due to non-expansion. Several re-tests revealed similar results. 
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PRODUCT INFORMATION 

Name: Masterflmv 713 Grout (Pre-mixed) 

Manufacturer: Master Builders 

Type: Non-Ferrous 

Test Results 

L Volume Change 

a. Prior to Initial set % 

b.. Following Initial Set +0. 05 ofo 

2. Time of Initial Set __ hrs. 

3. Absorption 4. 7 % 

4. compressive strength (psi) 

40 min. 

a.. at 24 hours 

b. at 3 days 

c. at 7 days 

d. at 28 days 

Restrained 

2793 

4368 

5362 

6781 

Remarks: 

Quick setting, non-metallic grout. Low absorption. 
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unrestrained 

2949 

4131 

5056 

5656 



PRODUCT INFORMATION 

Name: Embeco 153 Grout (Pre-mixed) 

Manufacturer: Master Builders 

Type: Ferrous 

Test Results 

L Volume Change 

a. Prior to Initial set -0.26 % 

b. Following Initial Set +0. 05 ofo 

2 o Time of Initial Set 1 hrso 15 min .. 

3. Absorption 

4. compressive strength (psi ) 

ao at 24 hours 

b. at 3 days 

c. at 7 days 

d. at 28 days 

Remarks: 

10.2 % 

Restrained 

4406 

8224 

9843 

12625 

Unrestrained 

4393 

7900 

9575 

11062 

High Compressive Strength. Metallic particles result in stains and 
rust spots. Not to be used in exposed areas. Shrinkage or subsidence 
prior to initial set. 
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PRODUCT INFORMATION 

Name: Five Star Grout 

Manufacturer: U. S. Grout Corporation 

Type: Non-Ferrous, Pre-mixed 

Test Results 

L Volume Change 

a. Prior to Initial set o % 

b. Following Initial Set 0 % 

2.. Time of Initial Set 

3. Absorption 

2 hrs. 

8.2 % 

4. Compressive Strength (psi) 

30 min. 

Restrained 

a. at 24 hours 3375 

b. at 3 days 7632 

c. at 7 days 9282 

d. at 28 fuzys 10751 

Remarks: 

Unrestrained 

3351 

7194 

8563 

9782 

Unrestrained specimens showed slight expansion. Good Compressive 

Strengths. 
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PRODUCT INFORMATION 

Name: Upcon (Pre-mixed) 

Manufacturer: U. s. M. Corporation 

Type: Organic 

Test Results 

le Volume Change 

a. Prior to Initial set % 

b. Following Initial Set +0. 11 % 

2. Time of Initial set 

3. Absorption 

---

4. compressive strength (psi ) 

hrs. ---

11.5 % 

min. 

Restrained 

a. at 24 hours 2856 

b. at 3 days 4369 

c. at 7 days 5318 

d. at 28 days 

Remarks: 

Unrestrained 

2981 

5494 

6112 

No expansion or contraction prior to set. Good strength at seven 
days. High absorption. Insufficient sample to complete twenty-eight day 
compressive tests. 
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PRODUCT INFORMATION 

Name: Sonogrout (Pre-mixed) 

Manufacturer: Sonneborn Building Products 

Type: Non-Ferrous 

Test Results: 

1. Volume Change 

a. Prior to Initial Set _o _ % 

b. Following Initial Set +0.16 % 

2. Time of Initial Set 

3. .Absorption 

_2 
__ hrs. 

13.8 % 

4. Compressive Strength (psi) 

50 

Restrained 

a. at 24 hours 2075 

b, at 3 days Lt088 

c. at 7 days 5613 

d. at 28 days 8062 

min. 

Unrestrained 

2113 

4176 

5382 

7407 

Remarks: No expansion or contraction prior to set. No additional materials 
may be added. 

-25-



PRODUCT INFORMATION 

Name: Venus Multi-Leaf Aluminum No. 195 (admixture; 

Manufacturer: U. S. Bronze Pm·Tder 

Type: Aluminum Powder 

Test Results: 

1. Volume Change 

a. Prior to Initial Set 

b. Following Initial Set 

+12.5 % 

+0. 02% 

2. Time of Initial Set -...:3::___ hrs • 20 

3. Absorption 10.0 % 

4. Compressive Strength (psi) 

Restrained 

a. at 24 hours 3468 

b. at 3 days 7357 

c. at 7 days 7100 

d. at 28 days 10094 

Remarks: This material meets all requirements. 
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min. 

Good 

Unrestrained 

5193 

7076 

7675 

9282 

compressive strength. 



PRODUCT INFORMATION 

Name: V-3 Grout (pre-mixed) 

Manufacturer: lv. R. Meadmvs, Inc. 

Type: Non-Metallic 

Test Results: 

1. Volume Change 

2. 

3. 

4. 

Remarks: 

a. Prior to Initial Set 

b. Following Initial Set 

Time of Initial Set 4 

Absorption Not Tested 

Compressive Strength ( psi) 

a. at 24 hours 

b. at 3 days 

c. at 7 days 

d. at 28 days 

-�o_% 

+Q.QQ2 % 

hrs. 35 

% 

Restrained 

4244 

7462 

8062 

7327 

min. 

Unrestrained 

4544 

7575 

8593 

8138 

Good compressive strength. For deep grouting up to 50% 3/811 coarse aggre-:­
gate may be added to increase yield. No expansion or contraction prior 
to set. 
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1. There is no Standard of 

non-shrink grouts and mortars 

SUMMARY 

specifically written for 

2, All ferrous grouts produce generally higher compressive strengths 

than do other types of grouts. How·ever, they do not meet criteria 

for expansion, as all of them shrink or subside within the first 

tvlenty-eight days. Furthermore, the metallic particles cause 

staining and rust spots in exposed areas. Unconfined applications 

exposed to moisture do expand over a period of time, resulting in 

cracking and eventual disintegration. 

3. Although all aluminum additives are thought to cause expansion 

in cements, our test, using a granulated aluminum powder (1-511 

Atomized Powder), did not perform as expected. 

4. Volume increases occured after initial set, in all cases. The gas 

producing grouts exhibited the majority of their expansion prior 

to initial set. 

5. Gas producing specimens that were unrestrained resulted in lower 

compressive strengths than similar specimens that were restrained. 

6. Erratic results in absorption Here noted and did not seem to be 

influenced by either compressive strength or expansion. 

7. See the folloHing table for summarized results. 
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PRODUCT 

Intracrete 

Intraplast-N 

Kemox-G 

Kemox-PG 

Darex In-Pakt 

Vibro-Foi1 

,------------

TYPE 

admixture -
expansion by 
nitrogen gas 
generation 

admixture -

Non-ferrous 

admixture -

Ferrous 

Pre-mixed -

Ferrous 

Pre-mixed -
Non-ferrous 

admixture -

Ferrous 

I 

(''I\ �� 
I•> j 

ABSORJ:'TION I 

9.5 

10.4 

6.1 

7.5 

I 

6.0 

1'; ; .:SULT STTI'IHARY 
- ·--····-><>' ··--- -··-·-------.---··------------·--,----·-------·--·-----------·-----

L 1.i·1l· OF SET 

1i0\J.KS : Hll�UTES 

15 : 40 

7 : 30 

4 : 30 

1 : 10 

VOLUHE CHANGE LENGTH CHANGE AVERAGE COHPRESSIVE STRE�-iGTH 

PRIOR TO INITIAL AFTER INITIAL SET P.S.I. @ 28 DAYS 
SET (%) (%) RESTRAINED UNRESTRAINED 

+ 7.30 + 0.13 6,681 3,206 

+ 0.02 6,575 4,800 

- 0.30 + 0.14 11,312 10,624 

11,093 10,056 

+ 4.00 + 0.19 

- 0.48 + 0.04 12,937 13,124 

---------------+-------------------�------------4-------------------�------------------4-----------------·---4-----------------------------

Vibro-Foi1 
Ready Mix 

Sauereisen 

F-100 

3-XD 

Pre-mixed -

Ferrous 

Pre-mixed -

Non-ferrous -
Non-organic 

admixture -

Aluminum Powder! Aluminum powder 

1-511 I admixture -

Atomized Powde� Aluminum powder 

6.2 : 50 

9.5 2 : 50 

9.2 3 : 55 

9.8 3 : 05 

- 0.40 + 0.05 11,531 11,562 

+ 0.13 + 0.15 7,937 8,624 

+ 4.60 + 0.02 7,068 5,067 

- 0.50 + 0.02 8,512 7,324 

T
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PRODUCT 

Masterflow 
713 Grout 

Embeco 
153 Grout 

Five Star 
Grout 

UpCon. 

Sonogrout 

Venus Multi-

Leaf Aluminum 
No. 195 

V-3 Grout 

--·-- -"--·--· - --- ··-·--

TYPE 

Pre-mixed -
Non-ferrous 

Pre-mixed -
Ferrous 

Pre-mixed -
Non-ferrous 

Pre-mixed -
Organic 

Pre-mixed 

Non-Ferrous 

Admixture-

Aluminum 
Powder 

Pre-mix 
Non-Metallic 

c�n 
.ABSORPTION 

4.7 

10.2 

8.2 

11.5 

13.8 

10.0 

Not Tested 

TLST :ZESULT SUHI'lARY (con 1 t) 

-�----�---···-------�-��ur��;�:J�: · · -
II,,.,., QT-' '}'r,• I DR) IQR TO ;·' 7 ··rl'T fl}. JlL £ :; c L 

I 1. " � 
-'-1� 1. ----- _, 

HOURS : HINUTES SET (%) 

0 : 40 

1 : 15 - 0.26 

2 : 30 0 

0 

2 : 50 0 

3 : 20 12.5 

4 : 35 0 

13Q-

CHAHGE 
AFTER WITIAL SET 

(%) 

+ 0.05 

+ 0.05 

0 

+ 0.11 

+ 0.16 

+ 0.02 

+ .002 

i\VEl�\.GE COl:{f?..ESSIVE STRE1iGTH 
P. S. L @ 28 DAYS 

RESTRAINED UNRESTRAINED 

6,781 5,656 

12,625 11,062 

10,751 9,782 

8,062 7,407 

10,094 9,282 

7,327 8,138 



CONCLUSIONS & RECOl-'lMENDATIONS 

L Non-shrink should not be used or for use in 

unconfined areas Unrestrained expansion may result in reduced 

density, bond, and strength. 

2. Standard specifications (AASHTO or ASTM) should be developed 

for performance and acceptance testing of non-shrink grouts. 

In lieu of nationally accepted standards, the Vermont Department 

of Highvmys should adopt the follow·ing specifications: 

a) Compressive Strength: The seven day compressive strength 

of tvlO inch cubes shall be 5000 p. s. i. minimum. These 

cubes shall be molded and cured according to AASHO T 106-64 

and shall be restrained from expanding for the first twenty-

four hours. 

b) Expansive Properties: All non-shrink grouts shall be 

capable of exhibiting settlement compensation. No shrinkage 

shall be allov7ed. 

Metallic grouts with high compressive 

strengths may be permitted for anchor bolt installations. A 

minimum wet curing period of seven days shall follmv. 

c) The minimum quantity of sample submitted for testing shall be 

that capable of producing 1/2 cubic foot of grout. 

3. Hydrogen gas producing grouts such as those containing aluminum 

pmvder should not be used in post-tensioned members, as hydrogen 

embrittlement of prestressing steel could result. 

Lf. Aluminum powder additives should be used only after testing has 

demonstrated its effectiveness. 
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5. Acceptance of each product should be based upon the intended 

field application, in addition to satisfactory performance in 

laboratory tests. See Item (2) on page. A list of 

acceptable , as well as application restrictions, follows. 
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PRODUCT ACCEPTANCE LIST* 

GROUT & r{ORTAR 

PRODUCT NAHE CONSTRUCTION APPLICATIONS 

Intracrete 

Intraplast-N 

Kemox-G 
---

Kemox-PG 

Darex In-Pakt 

Vibro-Foil 

Vibro-Foil Ready Mix 

Sauereisen F-100 

3-XD Aluminum Powder 

Hasterflow 713 Grout 

Embeco 153 Grout 

Five Star Grout 

-----· 

Up Con 
-· 

Base Plates & Bridge Seats & 

Structural Columns Bearing Plates 

X X 

X X 

X X 

X X 

X X 

X X 

X X 

X X 

I 

-- ----

Anchor Bolts 

& Dowels 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

-------�-

*Use of these products is restricted to those applications identified by an X. 
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I 
! 

I 
I 
i 

I 
! 

I 
I 
I 

Prestressed 
I 

Keyways, Seams 

Tendons 
I 

& Cracks 

X I X 
, 

-

X X 

X 
v 
�� 

··-

X X 

I 
X 

-

I 

! 
X 

-·--

! 
I 

I 
X X 

I X 



PRODUCT ACCEPTANCE LIST* 

GROUT & MORTAR 

PRODUCT NAME CONSTRUCTION APPLICATIONS 

Base Plates & Bridge Seats & Anchor Bolts Prestressed Keyways, Seams, 

Structural Columns Bearing Plates & Dowels Tendons & Cracks 

Sonogrout X X X X X 

Venus Multi-Leaf Aluminum 
X X X X 

No. 195 

V-3 Grout X X X X X 

*Use of these products is restricted to those applications identified by an X. 
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